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State Of California The Resources Agency of California

Memorandum

Date: January 24, 2014
Telephone: (916) 654-4996

To: Robert B. Weisenmiller, Ph.D., Chair
Karen Douglas, J.D., Commissioner
David Hochschild, Commissioner
Andrew McAllister, Commissioner

Janea A. Scott, Commissioner 7 /=< S
i // 7_,\.":4"""*—;—
From: California Energy Commission — Robert P. Oglesby - ' N
1516 Ninth Street Executive Director y

Sacramento, CA 95814-5512

Subject: STAFF’'S DATA ADEQUACY RECOMMENDATION FOR THE ALAMITOS ENERGY
CENTER, (13-AFC-01)

Staff has completed its data adequacy review of the AFC and has determined that it
does not meet all the requirements listed in Title 20 California Code of Regulations,
section 1704, Appendix B (2007) for the 12-month process. Of the 23 technical
disciplines reviewed, staff determined the information contained in the AFC is deficient
in four areas: Air Quality, Biological Resources, Cultural Resources, and Transmission
System Engineering.

On December 27, 2013, AES Southland Development, LLC (AES-SD) submitted an
Application for Certification (AFC) to the California Energy Commission to replace the
existing Alamitos Generating Station (AGS). The Alamitos Energy Center (AEC) would
be located on the AGS site in the city of Long Beach, Los Angeles County, California on
approximately 63 acres of privately owned land. The proposed project site is bounded
on the north by State Route 22, on the east by the San Gabriel River, on the south by
2" Street, and on the west by N. Studebaker Rd.

The Notice of Receipt was mailed out on January 14, 2014, to the agencies, nearby
property owners, the public mailing list, and the project listserve. The only comment
received to date is the letter of incompleteness submitted by the South Coast Air Quality
Management District dated January 21, 2014.

The AEC is a proposed natural gas-fired, fast starting, combined-cycle gas-turbine, air-
cooled generating facility with a net generating capacity of 1,936 megawatts (MW) and
gross generating capacity of 1,995 MW. The project would consist of four 3-on-1
combined-cycle gas-turbine power blocks of twelve natural gas-fired combustion-turbine
generators, twelve heat recovery steam generators, four steam-turbine generators, four
air-cooled condensers, and related ancillary equipment. The AEC is proposed to use
air-cooled condensers for cooling, eliminating the existing ocean water once-through
cooling system. The AEC is proposed to use potable water provided by the city of Long
Beach Water Department for construction, operational process, and sanitary uses. This
water would be supplied through existing onsite potable water lines.

Attached are a summary table and the data adequacy worksheets for all technical
disciplines. The worksheets for the data inadequate sections identify the additional
information that staff believes is necessary to complete the AFC in accordance with our
regulations. At the Energy Commission’s business meeting on February 18, 2014, | will



recommend that the Energy Commission adopt the staff’s list of deficiencies and not
accept the AFC as complete until the additional information specified in the staff's data
adequacy worksheets is supplied. If you have any questions, please call Keith
Winstead, staff's Project Manager, at (916) 654-5191.

Attachments: Attachment A, Overview of Staff's Data Adequacy Determination
Attachment B, Staff's Data Adequacy Worksheets



Attachment A
Overview of Energy Commission Staff’s
Data Adequacy Determination
Alamitos Energy Center

13-AFC-01
Technical Area Attachment B Page No. Adequate?
L 17 I 1 NO
ALTERNATIVES. ......ccocctivrnnnnnnnnsennenmmeneneniinisssssssssssssnsnesnssesssssssssssssssssass 7 YES
BIOLOGICAL RESOURCES ..........ccooesemtmrissentnimsscsnnansrsssssssasssesesesesssnces 8 NO
CULTURAL RESOURCES .......ccccettiirivnnnninnnsssnnnnissssssesnasssssssssssssssssnnenss 18 NO
EFFICIENCY ...coiiiiiiiinnninesiiisnnenssennessscsssssmmessssssennasssssastsessssssssssnsasssnsanes 25 YES
FACILITY DESIGN.....cceiiiiiiiiiinnmnierecssssennneesissensisnessesssssnssssssnssansesnnnnenss 27 YES
GEOLOGQGY ....oiiciiciiiinicnneneseenseessmnsassstsninmiiesasssssessassessenmmnsssssssssssssssssssssanes 31 YES
HAZARDOUS MATERIALS HANDLING.........ccccccttirirensenicsescsssasasensnnnns 33 YES
LAND USE .....eceoreemiinniencsnscanssnissnsanssessessanssmsamsasssssssssssssssesesssssassssnssanssnns 35 YES
NOISE .....oovereereerenreserserssesssssssnssnssonssnssonsasssssssssssssssassessassasssssssssessaesansans 39 YES
PALEONTOLOGICAL RESOURCES........ccccecevvmmsnrsncsenscnressrennssnnssanens 43 YES
PROJECT OVERVIEW .....ccccuueeiiiiiinirccsiennennimsnsensssensnnnsssesssssssssessssssnnes 46 YES
PUBLIC HEALTH.....cccciiierreerisisscsicnnnenneninnnstsssssssstessssesssaanansassesesssessane 51 YES
RELIABILITY ...coveeereeereresersserssnesssssssssssssssssnesssssssssmssnssssssssssssssssssssssnsnns 54 YES
SOCIOECONOMICS.....c.cccvremrrmrrcrsnmessiesssssasssssssssnssssssnsesasssssssassssossanssn 56 YES
SOILS.....coieeiieeereeeeeeeneenennransieittentnsansassassessenssessassessessesssssssssassnsssssansenansses 60 YES
TRAFFIC AND TRANSPORTATION ....cuceeeemieiiiiicicsiisennnenmennneneneecenacnees 62 YES
TRANS LINE SAFETY & NUISANCE......ccccccetriiiiininicnicsnensnenenenaennneenenese 65 YES
TRANSMISSION SYSTEM ENG.......ccccovnmrenmsnnsnnsnnsnnsamsanssnnsansassssssassnnes 67 NO
VISUAL RESOURGCES........ceeeeeeecciiniininissisiesnesissnssinnennestessmensisesessnannee 70 YES
WASTE MANAGEMENT .....cottimmeeicciiissscnisssnssssssssnsnissnsssseessssesssesssannns 75 YES
WATER RESOURCES........ccoittiiinriiniinsssssssscsnnmmmncstesisiessssssssisssssssssssssnses 78 YES
WORKER SAFETY ..ccttttimmiiicienmmnnnenenenesmssmsessssssesessassssssssnenssssssssansssasses 86 YES




ATTACHMENT B

ENERGY COMMISSION STAFF’S
Data Adequacy Worksheets

Alamitos Energy Center (AEC)
13-AFC-01

January 24, 2014



Adequacy Issue:  Adequate Inadequate X DATA ADEQUACY WORKSHEET Revision No. 0 Date 01/24/2014
Technical Area: Air Quality Project:  Alamitos Energy Center Technical Staff: Nancy Fletcher
Project Manager:  Keith Winstead Docket:  13-AFC-01 Technical Senior: Gerry Bemis
SITING INFORMATION AFc PAGE NUMBER AND ADEQUATE INFORMATION REQUIRED TO MAKE AFC
REGULATIONS SECTION NUMBER YEs OrR No CONFORM WITH REGULATIONS
Appendix B ...provide a discussion of the existing site Section 5.1, pp. 5.1-1 to
(9) (1) conditions, the expected direct, indirect and 5.1-60.
cumulative impacts due to the construction, Appendix 5.1A-5.1F.
operation and maintenance of the project, the
measures proposed to mitigate adverse Yes
environmental impacts of the project, the
effectiveness of the proposed measures, and
any monitoring plans proposed to verify the
effectiveness of the mitigation.
Appendix B The information necessary for the air pollution Section 5.1, pp. 5.1-1 to Please provide to the air district the
(9) (8) (A) control district where the project is located to 5.1-60. missing information identified in the
complete a Determination of Compliance. Appendix 5.1A-5.1F. No permit application incompleteness letter,
dated January 21, 2014, South Coast Air
Quality Management District to AES
: Southland.
Appendix B The heating value and chemical characteristics | Section 5.1.6.1.4, Table
(9) (8) (B) of the proposed fuels, the stack height and 5.1-15
diameter, the exhaust velocity and temperature, | Appendix 5.1C, Table
the heat rate and the expected capacity factor 5.1C4 Yes
of the proposed facility. Appendix 5.1B, Table
5.1B.2
Section 2.4, pp. 243 and
2.46 to 2.47
Appendix B A description of the control technologies Section 5.1.2, pp. 5.1-2 to
(9) (8) (C) proposed to limit the emission of criteria 5.1-3 Yes
pollutants. Section 5.1.6.1.3, pp. 5.1-
15
Appendix B A description of the cooling system, the
(g) (8) (D) estimated cooling tower drift rate, the rate of
water flow through the cooling tower, and the NA Yes
maximum concentrations of total dissolved
solids.

CALIFORNIA ENERGY COMMISSION

Air Quality




Adequacy Issue:
Technical Area:

Adequate Inadequate X DATA ADEQUACY WORKSHEET

Air Quality Project:

Alamitos Energy Center

Revision No. 0 Date 01/24/2014

Technical Staff: Nancy Fletcher

Project Manager:  Keith Winstead Docket:  13-AFC-01 Technical Senior: Gerry Bemis
SITING INFORMATION AFC PAGE NUMBER AND ADEQUATE INFORMATION REQUIRED TO MAKE AFC
REGULATIONS SECTION NUMBER YEs OR NoO CONFORM WITH REGULATIONS
Appendix B The emission rates of criteria pollutants and Section 5.1.6.1.3, Tables
(9) (8) (E) greenhouse gases (CO2, CH4, N20, and SF6) | 5.1-14, 5.1-17 - 5.1-20, Pp.
from the stack, cooling towers, fuels and 5.1-15t0 5.1-20 Yes
materials handling processes, delivery and Appendix 5.1B, Table
storage systems, and from all on-site secondary | 5.1B.7, 10, 11, and 13
emission sources. Appendix 5.1A
Appendix B A description of typical operational modes, and | Section 5.1.6.1.3, Tables
(9) (8) (F)(i) start-up and shutdown modes for the proposed | 5.1-13, 5.1-14, pp. 5.1-16
project, including the estimated frequency of to 5.1-17
occurrence and duration of each mode, and Appendix 5.1B, Tables Yes
estimated emission rate for each criteria 5.1B.3, 5.1B.4
pollutant during each mode.
Appendix B A description of the project’s planned initial Section 5.1.6.1.2, pp. 5.1-
(9) (8) (F)(ii) commissioning phase, which is the phase 14 t0 5.1-15
between the first firing of emissions sources Appendix 5.1B, Table
and the commercial operations date, including 5.1B.1 Yes
the types and durations of equipment tests,
criteria pollutant emissions, and monitoring
techniques to be used during such tests.
Appendix B The ambient concentrations of all criteria Section 5.1.5, pp. 5.1-5 to
(9) (8) (G) pollutants for the previous three years as 5.1-9
measured at the three Air Resources Board
certified monitoring stations located closest to
the project site, and an analysis of whether this Yes

data is representative of conditions at the
project site. The applicant may substitute an
explanation as to why information from one,
two, or all stations is either not available or
unnecessary.

CALIFORNIA ENERGY COMMISSION
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Adequacy Issue:  Adequate Inadequate x DATA ADEQUACY WORKSHEET Revision No. 0 Date 01/24/2014
Technical Area: Air Quality Project: _Alamitos Energy Center Technical Staff: Nancy Fletcher
Project Manager:  Keith Winstead Docket:  13-AFC-01 Technical Senior: Gerry Bemis
SITING INFORMATION AFc PAGE NUMBER AND ADEQUATE INFORMATION REQUIRED TO MAKE AFC
REGULATIONS SECTION NUMBER YES OrR NO CONFORM WITH REGULATIONS
Appendix B One year of meteorological data collected from | Dispersion Modeling Files,
(g) (8) (H) either the Federal Aviation Administration Class | Support Files, AERMET
1 station nearest to the project or from the
project site, or meteorological data approved by Yes
the California Air Resources Board or the local
air pollution control district.
Appendix B If the data is collected from the project site, the
(9) (8) (H) (i) applicant shall demonstrate compliance with the
requirements of the U.S. Environmental
Protection Agency document entitled “On-Site
Meteorological Program Guidance for NA NA
Regulatory Modeling Applications” (EPA -
450/4-87-013 (August 1995)), which is
incorporated by reference in its entirety.
Appendix B The data shall include quarterly wind tables and | Appendix 5.1C
(9) (8) (H) (ii) wind roses, ambient temperatures, relative Dispersion Modeling Files,
humidity, stability and mixing heights, upper Support Files, AERMET
atmospheric air data, and an analysis of Yes
whether this data is representative of conditions
at the project site.
Appendix B An evaluation of the project’s direct and See Below
(9) (8) () cumulative air quality impacts, consisting of the
following:
CALIFORNIA ENERGY COMMISSION 3 Air Quality




Adequacy Issue;

Technical Area:
Project Manager:

Adequate Inadequate X DATA ADEQUACY WORKSHEET  Revision No. 0 Date 01/24/2014
Air Quality Project: _Alamitos Energy Center Technical Staff: Nancy Fletcher
Keith Winstead Docket:  13-AFC-01 Technical Senior: Gerry Bemis

SITING
REGULATIONS

INFORMATION

AFC PAGE NUMBER AND
SECTION NUMBER

ADEQUATE
YES ORNO

INFORMATION REQUIRED TO MAKE AFC
CONFORM WITH REGULATIONS

Appendix B
(9) (8) (1) (1)

A screening level air quality modeling analysis,
or a more detailed modeling analysis if so
desired by the applicant, of the direct criteria
pollutant impacts of project construction
activities on ambient air quality conditions,
including fugitive dust (PM;,) emissions from
grading, excavation and site disturbance, as
well as the combustion emissions [nitrogen
oxides (NO,), sulfur dioxide (SO,), carbon
monoxide (CO), and particulate matter less than
10 microns in diameter (PM,o) and particulate
matter less than 2.5 microns in diameter
(PM2.5)] from construction-related equipment:

Dispersion Modeling Files,
Construction, Criteria
Section 5.1.6.3.3, Table
5.1-27, pp. 5.1-31

Yes

Appendix B
(9) (8) (1) (ii)

A screening level air quality modeling analysis,
or a more detailed modeling analysis if so
desired by the applicant, of the direct criteria
pollutant (NO,, SO,, CO, PMp and PM,5)
impacts on ambient air quality conditions of the
project during typical (normal) operation, and
during shutdown and startup modes of
operation. Identify and include in the modeling
of each operating mode the estimated
maximum emissions rates and the assumed
meteorological conditions;

Dispersion Modeling Files,
Operation, Load Analysis
Section 5.1.6.3.3, Table
5.1-29, pp 5.1-33 t0 5.1-38

Yes

Appendix B
(9) (8) (1) (iii)

A protocol for a cumulative air quality modeling
impacts analysis of the project's typical
operating mode in combination with other
stationary emissions sources within a six mile
radius which have received construction permits
but are not yet operational, or are in the
permitting process. The cumulative inert
pollutant impact analysis should assess
whether estimated emissions concentrations
will cause or contribute to a violation of any

ambient air quality standard; and

Section 5.1.7, pp 5.1-38
Appendix 5.1F, Section 8

Yes

CALIFORNIA ENERGY COMMISSION

Air Quality




Adequacy Issue: Adequate Inadequate X DATA ADEQUACY WORKSHEET Revision No. 0 Date 01/24/2014
Technical Area: Air Quality Project. _Alamitos Energy Center Technical Staff: Nancy Fletcher
Project Manager.  Keith Winstead Docket:  13-AFC-01 Technical Senior:; Gerry Bemis
SITING INFORMATION AFc PAGE NUMBER AND ADEQUATE INFORMATION REQUIRED TO MAKE AFC
REGULATIONS SECTION NUMBER YES OR NO CONFORM WITH REGULATIONS
Appendix B An air dispersion modeling analysis of the Dispersion Modeling Files,
(9) (8) (1) (iv) impacts of the initial commissioning phase Commissioning
emissions on state and federal ambient air Section 5.1.6.3, Table 5.1- Yes
quality standards for NOx SO,, CO, PM,, and 28, pp. 5.1-32 t0 5.1-33
PM,s.
Appendix B If an emission offset strategy is proposed to See Below
(9) (8) (J) mitigate the project's impacts under subsection
(9)(1), provide the following information:
Appendix B The quantity of offsets or emission reductions Section 5.1.8.2.2, pp. 5.1-
(9) (8) (J) (i) that are needed to satisfy air permitting 40 to 5.1-41
requirements of local permitting agencies (such
as the air district), state and federal oversight Yes
air agencies, and the California Energy
Commission. ldentify by criteria air pollutant,
and if appropriate, greenhouse gas; and
Appendix B Potential offset sources, including location, and | Section 5.1.8.2.2, pp. 5.1- Yes
| (9) (8) (J) (ii) guantity of emission reductions; 40
Appendix B A detailed description of the mitigation, if any, Section 5.1.8, pp. 5.1-38 to
(9) (8) (K) which an applicant may propose, for all projects | 5.1-41
impacts from criteria pollutants that currently
exceed state or federal ambient air quality Yes
standards, but are not subject to offset
requirements under the district's new source
review rule.
Appendix B Tables which identify laws, regulations, Section 5.1.9, pp. 5.1-41 to
(i) (1) (A) ordinances, standards, adopted local, regional, | 5.1-48, Table 5.1-40, pp.
state, and federal land use plans, leases, and 5.1-51t0 5.1-60
permits applicable to the proposed project, and
a discussion of the applicability of, and Yes

conformance with each. The table or matrix
shall explicitly reference pages in the
application wherein conformance, with each law
or standard during both construction and

operation of the facility is discussed; and

CALIFORNIA ENERGY COMMISSION
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Adequacy Issue:

Technical Area:
Project Manager:

Keith Winstead Docket:

Alamitos Energy Center

Adequate Inadequate x DATA ADEQUACY WORKSHEET
Air Quality Project:

Revision No. 0 Date 01/24/2014

Technical Staff: Nancy Fletcher

13-AFC-01

Technical Senior: Gerry Bemis

SITING
REGULATIONS

INFORMATION

AFc PAGE NUMBER AND
SECTION NUMBER

ADEQUATE
YEs ORNO

INFORMATION REQUIRED TO MAKE AFC
CONFORM WITH REGULATIONS

Appendix B
(i) (1) (B)

Tables which identify each agency with
jurisdiction to issue applicable permits, leases,
and approvals or to enforce identified laws,
regulations, standards, and adopted local,
regional, state and federal land use plans, and
agencies which would have permit approval or
enforcement authority, but for the exclusive
authority of the commission to certify sites and
related facilities.

Section 5.1.10, Table 5.1-
41. pp. 5.1-48 t0 5.1-49

Yes

Appendix B
(i) (2)

The name, title, phone number, address
(required), and email address (if known), of an
official who was contacted within each agency,
and also provide the name of the official who
will serve as a contact person for Commission
staff.

Section 5.1.10, Table 5.1-
41, pp. 5.1-48 t0 5.1-49

Yes

Appendix B
(i (3)

A schedule indicating when permits outside the
authority of the commission will be obtained and
the steps the applicant has taken or plans to
take to obtain such permits.

Section 5.1.11, pp. 5.1-49

Yes

CALIFORNIA ENERGY COMMISSION

Air Quality




Adequacy Issue:

Technical Area:
Project Manager:

Adequate X Inadequate
Alternatives

Project:

Keith Winstead

Docket:

DATA ADEQUACY WORKSHEET
Alamitos Energy Center

Revision No. 0 Date 01/24/2014

Technical Staff:  Jeff Juarez

13-AFC-01

Technical Senior:  Eric Knight

SITING REGULATIONS

INFORMATION

AFC PAGE NUMBER AND
SECTION NUMBER

ADEQUATE
YeEs ORNo

INFORMATION REQUIRED TO MAKE AFC CONFORM
WiTH REGULATIONS

Appendix B
(b) (1) (D)

A description of how the site and related
facilities were selected and the consideration
given to engineering constraints, site
geology, environmental impacts, water,
waste and fuel constraints, electric
transmission constraints, and any other
factors considered by the applicant.

Sections 6.1, 6.2, 6.5
pp. 6.1-6.3; 6.5-6.6

Yes

Appendix B
® M

A discussion of the range of reasonable
alternatives to the project, or to the location
of the project, including the no project
alternative, which would feasibly attain most
of the basic objectives of the project but
would avoid or substantially lessen any of the
significant effects of the project, and an
evaluation of the comparative merits of the
alternatives. In accordance with Public
Resources Code section 25540.6(b), a
discussion of the applicant's site selection
criteria, any alternative sites considered for
the project and the reasons why the
applicant chose the proposed site.

Sections 6.3 through 6.7
pp.6.4-6.13

Yes

Appendix B
M@

An evaluation of the comparative
engineering, economic, and environmental
merits of the alternatives discussed in
subsection (f) (1).

Sections 6.3 through 6.7
pp.6.4-6.13

Yes

CALIFORNIA ENERGY COMMISSION
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